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ALL MATERIALS AND INSTALLATION PROCEDURES WILL
CONFORM TO P.W.W. TECHNICAL SPECIFICATIONS.

WATER MAIN MAY BE DIRECT TAPPED WHEN IT IS 6"

OR LARGER DUCTILE IRON. DETAIL A-3B
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NOTES:
1. PENNICHUCK WATER WORKS, INC. RESERVES THE RIGHT TO
MODIFY INSULATION REQUIREMENTS AS NECESSARY BASED
ON FIELD CONDITIONS, ETC. r
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2. THE LENGTH OR WIDTH OF INSULATION SHALL EXTEND 1 STORM
DRAIN PIPE DIAMETER BEYOND THE EDGE OF STORM DRAIN
PIPE IN EACH DIRECTION OR A MINIMUM OF 2’ BEYOND THE
CENTERLINE OF THE STORM DRAIN PIPE, WHICHEVER IS DETAIL A-18
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GATE VALVE

HYDRANT PER DETAIL A-10
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CONCRETE THRUST BLOCK

SEE DETAIL A-7

HYDRANT INSTALLED PER DETAIL A-10

MJ DI TEE WITH GLANDS INSTALLED

PER DETAIL A-6 & A-7
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PER DETAIL A—7
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PER DETAIL A-3
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REVISION DATE DESCRIPTION
C 11/27/12 REVISED REDUCER LOCATION PER PENNICHUCK WATER
B 11/19/12 REVISED WATER PER CLIENT
A 8/9/12 | REVISED WATER SIZE AND LOCATION PER NEW RELOCATION OF EASEMENT
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